1/25/2012 3:48:23 PM, LENNOX, 7X10

A55

_<
=<
NN

S

AS5 A\

<
E E KEY DESCRIPTION
WAC)_E WAC)_E R A55 CONTROL, BOARD LENNOX
$10-C 1 S99-C 1
CB10 | CIRCUIT BREAKER, MAIN DISCONNECT
599 - NC 2;:| F3 FUSE, ELECTRIC HEAT
F4 FUSE, UNIT
S99 - NO 3> F42 FUSE, ELECTRIC HEAT 1 A, 2A
5100 -C 4 F43 FUSE, ELECTRIC HEAT 3,4
Fa4 FUSE, ELECTRIC HEAT 5
ls100-NC 5 F45 FUSE, ELECTRIC HEAT 6, 7
HE1 ELEMENT, ELECTRIC HEAT 1
> P7} J>7-O§?O—< 6“’ HE2 ELEMENT, ELECTRIC HEAT 2
: ; HE3 ELEMENT, ELECTRIC HEAT 3
S107 K9-1 HE4 ELEMENT, ELECTRIC HEAT 4
HW5 7>_6 HE5 ELEMENT, ELECTRIC HEAT 5
E E 5 E 8 HE7 ELEMENT, ELECTRIC HEAT 7
HES ELEMENT, ELECTRIC HEAT 8
S18 S45 K9,-1 RELAY, HEAT
9 8 K15-1 |CONTACTOR, ELECTRIC HEAT 1,2
K161 |CONTACTOR, ELECTRIC HEAT 1A,2A
et L1(> K9 a3 L’”} K17,-1 CONTACTOR, ELECTRIC HEAT 3,4
T |
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K16 K16 K18
com -I} 1 com -I} 4
K13 K13
P265 P265
& 265D N9 265D
K18,-1  |CONTACTOR, ELECTRIC HEAT 5
S15 SWITCH, LIMIT PRIMARY ELECTRIC HEAT
J/P JACK/PLUG DESCRIPTION S20 SWITCH, LIMIT SECONDARY ELECTRIC HEAT 1
7 ELECTRIC HEAT SUB-BASE KIT $107 SWITCH, PRIMARY ELECTRIC HEAT
37 ELECTRIC HEAT LIMIT S157 SWITCH, LIMIT SECONDARY ELECTRIC HEAT 1A
265 CONTACTOR RELAY 5158 SWITCH, LIMIT SECONDARY ELECTRIC HEAT 2A
266 HEATING CONTROL S159 SWITCH, LIMIT SECONDARY ELECTRIC HEAT 3,4
271 HEATING SENSORS STG 1 5160 SWITCH, LIMIT SECONDARY ELECTRIC HEAT 5,6
272 HEATING SENSORS STG 2 TB3 TERMINAL STRIP, ELECTRIC HEAT
F4
L1 = L1
L2 = L2
L3 = L3
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/A NOT USED ON 20 AND 30KW UNITS

A TB3 IS USED IN SOME UNITS

KW HE1 |H1A |H2A |HE3 |HE4 |HE5 |HE7 |HE8

20 10 10

30 15 15

40 20 20

60 15 15 15 15 DESIGNATION | VOLTAGE
80 20 20 20 20 G 460/60/3
90 15 15 15 15 15 15 J 575/60/3
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HEATING

ELECTRIC HEAT FOR STRATEGOS™
EHA - 20,30,40,60,90 - G,]
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