INSTALL INSTRUCTIONS FOR
CONSOLIDATED COIL/HAIL GUARD
TO SUIT
LENNOX CAT # 13T26

CAUTION
WHEN INSTALLING COIL GUARD BE SURE NOT TO PUNCTURE CONDENSER COIL

1. THE 13T26 COIL GUARDS ARE DESIGNED TO PROTECT THE CONDensor COIL OF THE HVAC UNIT.
THE FOLLOWING ARE INCLUDED:—
SHIPPING AND PACKING LIST
2— SMALL COIL GUARD
2— LARGE COIL GUARD
1— HARDWARE BAG W/ 1—INSTRUCTIONS
40— #10—1/2” SCREWS

INSTALLATION

1. DISCONNECT ALL POWER SOURCES TO THE UNIT.
2. SLIDE THE TOP FLANGE OF SMALL COIL GUARD UNDERNEATH THE TOP FLANGE OF THE HVAC UNIT. (SEE ILL. 2 AND 2A)
3. SCREW THE SIDE FLANGES OF THE GUARD WITH THE UNIT. TO AVOID COIL DAMAGE, USE ONLY 1/2” SCREWS PROVIDED.

NOTE:- BE CAREFUL NOT TO DAMAGE THE COIL WHILE INSTALLING THE GUARD.
The self drilling screws provided can be used on all the sides with or without matching holes in the unit.

5000321 LCCGH047
JUL., 28, 2015

SPINNAKER RESERVES THE RIGHT TO CHANGE ANY OF THE INFORMATION HEREIN WITHOUT NOTICE.
5. Repeat the process for the small (x1) and large (x2) guards. To avoid coil damage, use only 1/2” screws provided.